CODE OF PRACTICE FOR CITY INFRASTRUCTURE AND LAND DEVELOPMENT

Waitakere City Council

Te Taiao o Waitakere
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<" VECTOR SUPPLY

CONNECTION BY VECTOR (LINE TAPS TO
AERIAL CONDUCTORS OR BREACH JOINT
TO UNDERGROUND CABLE)

IP68 HRC FUSE HOLDERS (TRANSNET AMERACE
65u)— AT BASE OF COLUMN FOR UNDERGROUND

SUPPLY. (10A FUSE FOR ACTIVE & SOLID LINK
FOR NEUTRAL).

| |‘— DAYLIGHT SWITCH CONTROL (UNLESS VECTOR

L SUPPLY IS CENTRALLY CONTROLLED).

MIN: 1.5 SQ.MM. COPPER PVC/PVC
CABLE.

LANTERN —s+——— ROAD LIGHT LANTERN.

STANDARD DETAIL

STANDARDS MANUAL TYPICAL SCHEMATIC
SSUE 7 PUBLIC ROAD LIGHTING |SD9.03.1
@IL 2009 UNMETERED SUPPLY /




