
TYPICAL POLE EARTHING DETAIL

LIGHTING POLE

NEUTRAL BAR

REMOVABLE
NEUTRAL/EARTH LINK

MINIMUM 10mm²
COPPER EARTH WIRE

2 CORE 2.5mm² N/S TO THE LUMINAIRE

6mm² EARTH TO DOOR

GEAR OPENING DOOR

6mm² EARTH TO POLE

COPPER EARTH WIRE EXOTHERMIC
WELDED (CAD WELD OR SIMILAR) TO
EARTH ROD AND BURIED 300mm MIN.
BELOW THE FINISHED FOOTPATH LEVEL.
SHEAR LOCK CLAMP MAY BE USED.

DRIVEN EARTH ROD. 16mm COPPER
BONDED GALVANISED STEEL,
INSTALLED 300mm MAX. FROM THE POLE
BASE OR AS PER AS/NZS 3000

(   ) DELETE THE MEN LINK WHERE THE
SUPPLY CIRCUIT ORIGINATES FROM A
LINKED BUS BAR SWITCHBOARD.

NOTE:
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